
A16640

P41050903-820309-01

HO   3/8" TRIM AND MISC.

E

.03 [.762]

.01 [0.25]

.005 [0.127]

.25

125

        AS NOTED

11/5/93

T.SANCHEZ 1/4/94

T.SANCHEZ/CORCUERA11/22/93

T.SANCHEZ 1/4/94

D.SHU 1/4/94

T.M.KUZAY 1/4/94

E 1/4=1 1

DATE

DATE

corcuera
DATE

DATE

DATE

DATE

86.11 [2187.19]

43.05 [1093.60]

39.37 [1000.00] 39.37 [1000.00]

24.00 [609.60] 7.69 [195.20] 7.69 [195.20] 24.00 [609.60]

1.87 [47.50]

.94 [23.75]

.50 [12.70]

3X

3X

3X
1.50 [38.10]

1.50 [38.10]

(.50 [12.70])

3.00 [76.20]

1.50 [38.10]

R.13 [3.18]

10 GA. (.1345) ASTM A569

 SUPPORTC1

 APRONS1

CHL MC 6 x 16.3
2X PL. 1/4 THK END PL.

TYP.
.25

4X Ø.63 THRU TOP ONLY

CUT TO LENGTH

(DOOR RAIL COVER)

3X STIFFENER 3/8 THK PL. CUT TO SUIT

8X 1/2-13 UNC-2B HEX NUT - WELDED

8.00 [203.20]

18.00 [457.20]

INSIDE CHL. 4X STD 1/2" CHL. WASHER/SHIM

(MOUNT NUTS ON 1/2-13 UNC-3A BOLT

BEFORE WELDING TO ASSURE CLEARANCE)

A

A SECTION A-A

NUT SHOWN FOR CLARITY.  (MOUNT NUTS ON
1/2-13 UNC-3A BOLT BEFORE WELDING TO

4X Ø.63 THRU BOTH ENDS

MAINTAIN ALIGNMENT ON WEB SLOPE)

UPDATED SECTION A-A1
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2 2
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